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GENERAL NOTES:

1. INSTALLATIONS SHALL BE IN ACCORDANCE WITH THE BRITISH COLUMBIA BUILDING CODE 2018, BRITISH COLUMBIA
PLUMBING CODE 2018, LOCAL BUILDING BYLAWS, MUNICIPAL GUIDELINES AND REQUIREMENTS WHERE APPLICABLE.

2. MECHANICAL SERVICES ARE SCHEMATIC REPRESENTATION ONLY. MECHANICAL CONTRACTOR SHALL
FIELD MEASURE ALL MATERIAL PRIOR TO INSTALLATION. PROVIDE OFFSETS WHERE NECESSARY TO
AVOID CONFLICT WITH STRUCTURAL AND ALL OTHER TRADES.

HVAC DESIGN

ENERGY STANDARD/CODE

BUILDING ENERGY - MECHANICAL

ASHRAE 90.1-2016

COMPLIANCE PATH PRESCRIPTIVE

DESIGN METHOD MANDATORY PROVISIONS & PRESCRIPTIVE

IN ACCORDANCE WITH SECTION 6

CLIMATE ZONE 7

VENTILATION ASHRAE 62.1-2001 (EXCEPT ADDENDUM N)

FIRE PROTECTION NOTES:

1. BUILDING SPRINKLERED TO NFPA-13, LIGHT HAZARD OCCUPANCY.

2. THESE DOCUMENTS ARE TO PROVIDE PERFORMANCE SPECIFICATION ONLY. CONTRACTOR SHALL RETAIN A SEPARATE
FIRE PROTECTION ENGINEER REGISTERED IN THE PROVINCE OF BRITISH COLUMBIA TO PERFORM DETAILED SPRINKLER
DESIGN AND HYDRAULIC CALCULATIONS. THESE DRAWINGS SHALL BE SEALED AND SIGNED COMPLETE WITH LETTERS
OF ASSURANCE SCHEDULE.

3. SHOP DRAWINGS AND HYDRAULIC CALCULATIONS TO BE REVIEWED BY THE SEPARATE FIRE PROTECTION ENGINEER
AND SUBMITTED TO THE MECHANICAL CONSULTANT FOR REVIEW PRIOR TO INSTALLATION.

4. ALL SPRINKLER PIPING IS TO BE COORDINATED WITH CEILING SPACE, STRUCTURAL WORK, AND OTHER TRADES.
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